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Robot cell 3 areas 
Modules and I/O configuration 
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MSR300 System configuration: 
MSR310 Base Module – 1 
MSR320 Input Modules – 4 
MSR330 Output Module – 1 
MSR329 Muting Lamp Module – 1 
 
I/O: 
A, I = Light curtain inputs 
C, H = Safety mat inputs 
D, F = Robot cam switch inputs 
B, G = Muting lamp control 
E      = Robot run/stop output 
J      = “Addl. Safe Area” cam switch 
 
 
 


